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1. Introduction 
 
The thermal insulation quality of construction elements is today an increasingly important criterion in 
evaluating the overall technical execution quality of buildings. In response to the various requirements 
for specific properties that are often defined by the nature of the construction, the current market is 
characterised by a wide variety of thermal insulation materials, both for new buildings and for 
retrofitting in the renovation of old buildings. 
 
Certain innovative concepts for the thermal insulation of construction elements utilise the radiation 
reflection effect provided by the highly reflective surfaces of certain insulation materials, which have 
generally been specially coated for this purpose. The result is reduced heat transfer through the 
construction shell, meaning in practice that in summer less heat enters the building and in winter less 
heat is lost through the structure, thereby making a major contribution to energy saving. 
 
 
2. Problem description 
 
For the present Expert Report, a thermal insulation material of this type with a highly reflective surface 
on both sides was analysed by means of heat transfer calculations. The object of the tests was the 
thermal insulation material named “Aluthermo Quattro”, manufactured by the company Aluthermo AG 
of Burg Reuland, Belgium. 
 
Two test reports from the Fraunhofer Institut für Bauphysik (Fraunhofer Institute for Construction 
Physics) of Stuttgart, Germany, are available for the “Aluthermo Quattro” product, namely Test Report 
P15-013.1/2005 dated 07.02.2005 “Determination of the emission coefficient of the outer surfaces of a 
multi-layered composite thermal insulation mat” and Test Report P1-003/2005 dated 13.01.2005 
“Determination of resistance to heat transfer conforming to DIN EN 12667”. The present Expert Report 
makes reference to the results published in the above test reports. 
 
The “Aluthermo Quattro” composite thermal insulation mat studied here consists of 7 layers with a total 
of 13 interfaces between different materials. The core layer, consisting of a 3 mm thick polyethylene 
(PE) foam (material weight 75 g/m2), is sandwiched between two layers of aluminium foil coated on 
both sides with PE (material weight 20 g/m2), which are in turn enclosed by 4 m thick PE air-bubble 
films (diameter of the air chambers: 10 mm). This inner package of layered materials is covered by 
aluminium foil (material weight 81 g/m2) coated on both its exterior surfaces with a nitrocellulose 
coating (material weight 3 g/m2). On their interior surfaces, these cover layers of aluminium foil are 
again coated with PE (material weight 20 g/m2). The aforementioned Test Report P15-013.1/2005 
specifies that the overall thickness of the “Aluthermo Quattro” composite thermal insulation mat is 11.2 
mm and gives a value of 0.08 for the emission coefficients of the outer surfaces.  
 
Test Report P1-003/2005 specifies a heat transfer resistance of R = 0.279 m2K/W for the “Aluthermo 
Quattro” thermal insulation mat. 
 
Figure 1 below illustrates a typical application for this type of thermal insulation material: the 
“Aluthermo Quattro” composite thermal insulation mat is laid directly on the rafters of a roof 
construction. 



The illustration shows a sloping roof inclined at an angle of 35˚, viewed both from the side and in 
cross-section. The “Aluthermo Quattro” thermal insulation mat (4) was laid in strips parallel to the 
direction of the gutter, and it was fixed with the aid of cross-battens (3) on the rafters (5). The cross-
battens (3) support the battens (2), which are spaced in accordance with the requirements of the final 
roof covering (1), for example concrete tiles or clay bricks. As is often the case today for loft 
conversions, an interior cladding of plasterboard panels (6) was fastened underneath the rafters on 
the inside of the roof. 

 
Figure 1: Typical installation situation for the “Aluthermo Quattro” composite thermal insulation mat on 
a sloping roof, gradient 35˚, shown in side view and cross-section 
 

1. Rear-ventilated roof covering material, e.g. concrete tiles or clay bricks 
2. Battens 
3. Counter-battens 
4. “Aluthermo Quattro” composite thermal insulation mat 
5. Rafters 
6. Plasterboard  



The aim of the present Expert Report was to analyse the extent to which heat transfer by radiation 
between the two limiting surfaces (plasterboard on the inside and roofing material on the outside) is 
influenced by the installation of “Aluthermo Quattro” composite thermal insulation mats, and in 
particular to determine the overall thermal resistance between the plasterboard and the roof covering, 
assuming certain specified conditions. 
 
To illustrate the process of heat transfer by radiation in the above installation example for the 
“Aluthermo Quattro” composite thermal insulation mat, Figure 2 shows a simplified outline diagram of 
the principle behind the present problem: 
 
Between two parallel, infinitely extended plane surfaces at different temperatures (plasterboard inside, 
roof covering outside), the “Aluthermo Quattro” composite thermal insulation mat is laid to form an 
intermediate parallel plane, so that heat exchange by radiation occurs between the “Aluthermo 
Quattro” composite thermal insulation mat and the two surfaces facing it, i.e. the plasterboard or 
roofing material. 

 
Roof covering material 
ε ISO outer 
“Aluthermo Quattro” composite thermal insulation mat 
ε ISO inner 
Plasterboard panels 
 

Fig. 2: Diagram of the principle underlying the problem studied 
 

 
 
The surface temperatures of the plasterboard panels and roof covering with respective emission 
coefficients ε1 and ε2 on their inner surface (i.e. the side facing the insulating material) are ϑ1 and ϑ2 
respectively. The “Aluthermo Quattro” composite thermal insulation mat is characterised by the heat 
transfer resistance RISO = 0.279 m2K/W, an emission coefficient of ε ISO = 0.08 for the outer surfaces 
and a thickness δISO. 
 
The calculations below are based on a specified uniform temperature for the plasterboard panels – 
corresponding to a proportionately higher room temperature (depending on the wall structure) – of ϑ1 
= 20˚C. 
 



For the temperature ϑ2 at the inner surface of the roof covering, we have assumed a value of ϑ2 = -
20˚C in the present calculations. 
 
For the emission coefficients of the plasterboard panels, a value of ε1 = 0.9 has been assumed in the 
calculations. 
 
The emission coefficient of the inner surface of the roof covering, i.e. the surface facing the “Aluthermo 
Quattro” composite thermal insulation mat, varies from 0.90 to 0.94 according to the material used 
(concrete roof tiles, clay bricks, roofing felt or full timber planking. For the calculations, we have 
assumed a conservative higher estimate of ε2 = 0.94. 
 
 
3. Defining equations 
 
According to the specified framework conditions, we should assume that for both interface zones, i.e. 
between the plasterboard panels and the “Aluthermo Quattro” composite thermal insulation mats and 
between the “Aluthermo Quattro” composite thermal insulation mats and the roof covering, any 
thermal transmission due to the specified temperature differences will occur exclusively by radiation. 
Taking into account the Stefan-Boltzmann law, the following equations can therefore be derived for the 
net radiation exchange between two infinitely extended flat surfaces i and j, which can assumed to be 
“grey bodies”: 

where the radiation constant Cs = 5.67 W/m2K4. 
 
 
On the other hand, assuming single-dimensional heat conduction in a solid body of thickness δ  and 
thermal conductivity λ, the following equation applies to the heat flow over the surface area: 
 

with the thermal resistance 
To determine the unknown thermal resistance values Ri for the relevant zone i or the overall 

resistance Rtot between the plasterboard panels and the roof covering, the heat flows transmitted by 
radiation or conduction in the relevant zones are calculated using equations (1) and (2). With indexing 
corresponding to Figure 2, the following equations are obtained: 

 



Applying the above defining equations (1) or (2), the unknown temperatures ϑ1’ and ϑ2’can initially be 
determined iteratively for the equation system (4) and (5). Assuming thermal radiation resistance 
values equivalent to thermal conduction resistance of 

the thermal resistance values R11’, R12’ and R2’2 can be determined. The overall thermal resistance Rtot 
relative to the driving temperature potential (ϑ1 - ϑ2) is therefore determined by: 

Finally, a heat transfer coefficient u12 – again based on the driving temperature potential  
(ϑ1 - ϑ2)  and equivalent to the thermal radiation – can be calculated from: 

 
 
 
 
4. Results 
 
The calculated results are summarised in Table 1 below: 
 
 
Characteristic “Aluthermo Quattro” 

composite thermal insulation mat 
Temperature ϑ1  [˚C], specified 20 

Temperature ϑ1’  [˚C] 3.11 

Temperature ϑ2’  [˚C] 1.15 

Temperature ϑ2  [˚C], specified - 20 
Overall thermal resistance R12 [m2K/W] 5.70 
Heat transfer coefficient u12 equivalent to the 
thermal radiation [W/m2K] 0.175 

 
 
Table 1: 
 
Specified data and calculated results for the Aluthermo Quattro” composite thermal insulation mat. 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveEPSInfo true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 200
  /ColorImageDepth -1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 200
  /GrayImageDepth -1
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /Unknown

  /Description <<
    /ENU (Use these settings to create PDF documents with higher image resolution for high quality pre-press printing. The PDF documents can be opened with Acrobat and Reader 5.0 and later. These settings require font embedding.)
    /JPN <FEFF3053306e8a2d5b9a306f30019ad889e350cf5ea6753b50cf3092542b308030d730ea30d730ec30b9537052377528306e00200050004400460020658766f830924f5c62103059308b3068304d306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103057305f00200050004400460020658766f8306f0020004100630072006f0062006100740020304a30883073002000520065006100640065007200200035002e003000204ee5964d30678868793a3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /FRA <>
    /PTB <>
    /DAN <>
    /NLD <>
    /ESP <>
    /SUO <>
    /ITA <>
    /NOR <>
    /SVE <>
    /DEU <FEFF005300740061006e00640061007200640020006600fc00720020004700720065006e007a002d004500630068006f002000260020004b007500720069006500720020006a006f00750072006e0061006c>
  >>
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


